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1

GROUND FLOOR DEMOLITION PLAN

GENERAL DEMOLITION NOTES:

A.

B. DURING DURATION OF PROJECT, PROTECT EXISTING CONSTRUCTION AND /OR
EQUIPMENT TO REMAIN FROM DAMAGE BY DEMOLITION OR CONSTRUCTION
ACTIVITIES.  WHERE DEMOLITION OR CONSTRUCTION ACTIVITIES RESULT IN DAMAGE
TO EXISTING CONSTRUCTION TO BE RETAINED, REPLACE/REPAIR EXISTING
CONSTRUCTION TO RETURN IT TO ITS ORIGINAL CONDITION.  WHERE REMOVAL OF
EXISTING CONSTRUCTION, PIPING, DUCTWORK, AND OTHER ITEMS CREATES OPENINGS
IN THE WALLS, FLOORS OR CEILINGS, PATCH OPENINGS IMMEDIATELY WITH SAME
MATERIALS AS ADJACENT CONSTRUCTION. MAINTAIN REQUIRED FIRE-RATING.

THIS DRAWING INDICATES AREAS OF DEMOLITION.  ALL ITEMS DESIGNATED ON
PLAN BY DASHED LINE ARE EXISTING ELEMENTS TO BE REMOVED.  SEE
CIVIL,STRUCTURAL,MECHANICAL, ELECTRICAL, AND PLUMBING DRAWINGS FOR
OTHER DEMOLITION, INCLUDING MODIFICATIONS THAT MAY EXTEND BEYOND AREAS
SHOWN.

KEYED DEMOLITION NOTES

C. FURNISH AND INSTALL FULL HEIGHT TEMPORARY CONSTRUCTION BARRIERS WHERE
REQUIRED TO PREVENT DUST POLLUTION OF SURROUNDING OCCUPIED AREAS.  SEAL
AIR TIGHT.  PARTITIONS MUST BE INSTALLED IN ACCORDANCE WITH FIRE PROTECTION
AND EGRESS REQUIREMENTS.  MAINTAIN MEANS OF EGRESS ACCESS TO EXITS
DURING CONSTRUCTION. REFER TO INFECTION CONTROL PERMIT PROVIDED BY VA.

E. THIS DRAWING SHOWS SIGNIFICANT ARCHITECTURAL ITEMS OF EXISTING
CONSTRUCTION ALONG WITH EXTENT OF DEMOLITION AND REMOVAL TO BE AS
NECESSARY FOR NEW CONSTRUCTION.  WHERE AN EXISTING PARTITION TO BE
REMOVED CONTAINS UTILITIES CONNECTED TO ACTIVE FIXTURES OR DEVICES,
REROUTE THE UTILITIES TO MAINTAIN CONTINUITY TO FIXTURES OR DEVICES.
EXISTING ITEMS NOT SHOWN OR NOTED, INCLUDING WALL-MOUNTED SPECIALTIES,
SHALL BE REMOVED.

F. COORDINATE WITH OWNER FOR EQUIPMENT TO BE SALVAGED AND RETURNED TO
OWNER. THE OWNER WILL RETAIN ALL SALVAGE THAT IS OF VALUE AS DESIGNATED
BY THE USER OR BUILDING ENGINEER.  THE CONTRACTOR SHALL REMOVE FROM THE
BUILDING AND DISPOSE OF ALL DEBRIS AND/OR ITEMS NOT RETAINED BY THE OWNER.

G. INSTALL ADHESIVE MATS INSIDE AND OUTSIDE EACH ACCESS DOOR TO
CONSTRUCTION AREA.

H. REFER TO MEP DRAWINGS FOR REPLACEMENT OF MECHANICAL EQUIPMENT AND
DUCTWORK, PIPING AND ELECTRICAL DEVICES.

D. CONTRACTOR SHALL TAKE PROPER MEASURES TO PREVENT DUST MIGRATION TO
AREAS OUTSIDE THE CONSTRUCTION AREA BY CLOSING ALL OPENINGS IN DUCTS,
WALLS, FLOORS AND CEILINGS.  PROVIDE CONTINUOUS EXHAUST TO EXTERIOR TO
MAINTAIN NEGATIVE PRESSURE IN CONSTRUCTION AREA. REFER TO INFECTION
CONTROL PERMIT PROVIDED BY VA.

1 DEMOLISH PARTITIONS, DOORS, FRAMES, MILLWORK SHOWN DASHED IN THIS AREA

2 REMOVE PORTION OF CONCRETE WALL AND METAL PANEL ASSEMBLY TO ACCOMMODATE NEW OPENING FOR NEW
DOOR ASSEMBLY.

3 REMOVE PORTION OF MASONRY PARTITION.

4 REMOVE OVERHEAD ROLL UP DOOR, FRAME, TRACK AND DOOR. REMOVE DOOR SEALS.

5 REMOVE DOOR, FRAME, HARDWARE, AND ALL DEVICES ATTACHED.  INFILL PARTITION, PATCH AND REPAIR TO MATCH
EXISTING ADJACENT CONSTRUCTION AND/OR FIRE RATING.

6 DEMOLISH TOILET PARTITIONS, LAVATORIES, AND PLUMBING FIXTURES SHOWN DASHED.

7 DEMOLISH STOREFRONT ENTRY DOORS AND SIDE LIGHTS.

8 DEMOLISH WINDOWS.  PREPARE FOR PARTITION INFILL.

9 DEMOLISH PLUMBING FIXTURES SHOWN DASHED.

10 REMOVE WALL AND CEILING PAINT FINISH IN THIS AREA INCLUDING PNT FINISH ON DECKING & EXIST. BEAMS.  PREPARE
SURFACES TO RECEIVE NEW PAINT FINISH.

11 PREP EXISTING AREA TO RECIEVE NEW STRUCTURE & CONCRETE SLAB AT GROUND FLOOR LEVEL.

12 DEMOLISH MEZZANINE FLOOR, RAILING, LADDER, AND SUPPORT TO STRUCTURE.

13 DEMOLISH RAISED PLATFORM AND SUPPORTS TO STRUCTURE.

14 DEMOLISH PARTITIONS, DOORS, FRAMES, MILLWORK SHOWN DASHED IN THIS AREA

14 REMOVE LOCKERS AND RETURN TO GOVERNMENT.

15 DEMOLISH FLOOR FINISH IN THIS AREA AND PREPARE SURFACE TO RECIEVE NEW FINISH.

16 DEMOLISH CEILING PANELS CEILING GRID, LIGHTS, DIFFUSERS & OTHER CEILING DEVICES IN THIS AREA.

17 DEMOLISH METAL PANEL ASSEMBLY & DOOR AND FRAME TO ACCOMMODATE NEW WORK.

18 DEMOLISH LIGHTS, DIFFUSERS & OTHER CEILING DEVICES IN THIS AREA.

20 REMOVE PORTION METAL PANEL ASSEMBLY.  RETAIN CONCRETE BASE WALL/MASONRY BACKUP.

21 REMOVE DOOR, FRAME AND TRANSOM ABOVE.  PREPARE TO INSTALL NEW TUBE STEEL FRAME AND ROLL UP DOOR
ASSESSMEBLY.

22 REMOVE PROTION OF WINDOW ASSEMBLY & METAL WALL PANELS.  CUT PORTION OF CONCRETE BASE WALL TO
ACCOMMODATE NEW DOOR AND DOOR FRAME ASSEMBLY.

23 REFURBISH, RECONDITION & RECALIBRATE EXISTING FLOOR SCALE.

24 REMOVE EXISTING TRENCH DRAIN. PREPARE FOR CONCRETE SLAB INFILL OF TRENCH DRAIN.

25 DEMOLISH EXISTING 6" CONCRETE PAD. PREPARE FOR CONCRETE SLAB INFILL.  REFER TO STRUCTURAL DWGS.

26 DEMOLISH EXISTING CONCRETE CURB. PREPARE FOR CONCRETE SLAB INFILL.  REFER TO STRUCTURAL DWGS.

27 REFURBISH & RECONDITION EXISTING DOCK LIFT.

28 PREPARE EXISTING CONCRETE FLOOR FOR NEW FINISHES. PATCH EXISITNG DIVITS. REMOVE EXISTING PROTRUDING
OBJECTS. GRIND & POLISH EXISTING CONCRETE FLOOR.

29 REMOVE METAL PANEL ASSEMBLY ALONG NORTH WEST WALL.  CAP EXPOSED ENDS OF EXISTING METAL PANEL
ASSEMBLY.  RETAIN CONCRETE BASE WALL AS NOTED.

30 SELECTIVELY REMOVE PORTION OF EXISTING CONCRETE FLOOR SLAB TO ALLOW FOR NEW CONSTRUCTION
ASSOCIATED WITH NEW IN-FLOOR SCALE.  REFER TO STRUCTURAL DRAWINGS.

31 REMOVE EXISTING PLYWOOD PANELS.  PREPARE EXISTING SURFACE TO RECIEVE NEW WALL.

32 REMOVE EXISTING WALL MOUNTED FANS

N
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2

MEZZANINE PLAN - OVERALL
N

GENERAL CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS
AND NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCING NEW
WORK.  ANY EXISTING IN PLACE CONDITIONS THAT WOULD EFFECT THE EXECUTION OF
WORK SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
COMMENCING THE WORK.

REFER TO SHEET A602 FOR INTERIOR PARTITION TYPES.

ALL DIMENSIONS GIVEN ON PLANS ARE FROM FINISHED FACE TO FINISHED FACE
UNLESS OTHERWISE NOTED.  DIMENSIONS ARE NOT ADJUSTABLE WITHOUT THE
APPROVAL OF THE ARCHITECT UNLESS NOTED ±

A.

B.

I.

J.

x

REFER TO SHEET A600 FOR DOOR SCHEDULE.

GENERAL ARCHITECTURAL NOTES:

C.

D.

E.

F. REMOVE ALL EXCESS BUILD-UP OF EXISTING AND/OR NEW WALL AND PAINT MATERIALS
FROM ALL NEW AND EXISTING WALL SURFACES. CLEAN AND FINISH SAND SMOOTH TO
PROVIDE A UNIFORM AND SMOOTH WALL SURFACE READY FOR THE APPLICATION OF
FINISH MATERIALS.

G. DIMENSIONS LOCATING DOORS OR INTERIOR WINDOWS ARE TO OUTSIDE EDGE OF
FRAME UNLESS NOTED OTHERWISE.  REFER TO DOOR & WINDOW SHEETS FOR FRAME
LOCATION, SIZE AND DETAILS.

H.

REFER TO SHEET AI100 FOR FINISH SCHED.

ALL SCRATCHES, DENTS, CRACKS, HOLES, OPENINGS, IRREGULARITIES AND/OR
DEFECTS IN BOTH EXISTING AND NEW WALL SURFACES ARE TO BE PATCHED TO
PROVIDE A UNIFORM AND SMOOTH FINISHED WALL SURFACE.  CLEAN AND SAND
SMOOTH ALL SURFACES BEFORE APPLYING FINISH MATERIALS.

K.

L.

PARTITIONS SHALL BE TYPE C1 UNLESS OTHERWISE NOTED.

FURRING SHALL BE MINIMUM REQUIRED TO CONCEAL PIPING OR ELECTRICAL
DEVICES.

GENERAL CONTRACTOR SHALL FURNISH AND INSTALL BLOCKING IN WALLS AS
REQUIRED TO SUPPORT WALL MOUNTED ITEMS. LOCATE EQUIPMENT AND
COORDINATE BLOCKING LOCATIONS IN FIELD.

GENERAL CONTRACTOR SHALL PROVIDE PROTECTION OF EXISTING FINISHES AND/OR
MATERIALS.  THE CONTRACTOR SHALL RESTORE TO ORIGINAL CONDITIONS ANY AREAS
OR FINISHES DAMAGED BY THEIR WORK, AT THEIR OWN EXPENSE.  CONTRACTOR
SHALL REMOVE MEANS OF PROTECTION AT THE END OF THE PROJECT.
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GENERAL CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS
AND NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCING NEW
WORK.  ANY EXISTING IN PLACE CONDITIONS THAT WOULD EFFECT THE EXECUTION OF
WORK SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
COMMENCING THE WORK.

REFER TO SHEET A602 FOR INTERIOR PARTITION TYPES.

ALL DIMENSIONS GIVEN ON PLANS ARE FROM FINISHED FACE TO FINISHED FACE
UNLESS OTHERWISE NOTED.  DIMENSIONS ARE NOT ADJUSTABLE WITHOUT THE
APPROVAL OF THE ARCHITECT UNLESS NOTED ±

A.

B.

I.

J.

x

REFER TO SHEET A600 FOR DOOR SCHEDULE.

GENERAL ARCHITECTURAL NOTES:

GENERAL CONTRACTOR SHALL FURNISH AND INSTALL BLOCKING IN WALLS AS
REQUIRED TO SUPPORT WALL MOUNTED ITEMS. LOCATE EQUIPMENT AND
COORDINATE BLOCKING LOCATIONS IN FIELD.

C.

D. GENERAL CONTRACTOR SHALL PROVIDE PROTECTION OF EXISTING FINISHES AND/OR
MATERIALS.  THE CONTRACTOR SHALL RESTORE TO ORIGINAL CONDITIONS ANY AREAS
OR FINISHES DAMAGED BY THEIR WORK, AT THEIR OWN EXPENSE.  CONTRACTOR
SHALL REMOVE MEANS OF PROTECTION AT THE END OF THE PROJECT.

E.

F. REMOVE ALL EXCESS BUILD-UP OF EXISTING AND/OR NEW WALL AND PAINT MATERIALS
FROM ALL NEW AND EXISTING WALL SURFACES. CLEAN AND FINISH SAND SMOOTH TO
PROVIDE A UNIFORM AND SMOOTH WALL SURFACE READY FOR THE APPLICATION OF
FINISH MATERIALS.

G. DIMENSIONS LOCATING DOORS OR INTERIOR WINDOWS ARE TO OUTSIDE EDGE OF
FRAME UNLESS NOTED OTHERWISE.  REFER TO DOOR & WINDOW SHEETS FOR FRAME
LOCATION, SIZE AND DETAILS.

H.

REFER TO SHEET A131 FOR FINISH SCHED.

ALL SCRATCHES, DENTS, CRACKS, HOLES, OPENINGS, IRREGULARITIES AND/OR
DEFECTS IN BOTH EXISTING AND NEW WALL SURFACES ARE TO BE PATCHED TO
PROVIDE A UNIFORM AND SMOOTH FINISHED WALL SURFACE.  CLEAN AND SAND
SMOOTH ALL SURFACES BEFORE APPLYING FINISH MATERIALS.

K.

L.

PARTITIONS SHALL BE TYPE C1 UNLESS OTHERWISE NOTED.

FURRING SHALL BE MINIMUM REQUIRED TO CONCEAL PIPING OR ELECTRICAL
DEVICES.

M. REFER TO CIVIL, STRUCTURAL, FIRE PROTECTION, MECHANICAL, PLUMBING AND
ELECTRICAL DRAWINGS ALSO FOR MORE INFORMATION.
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GENERAL CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS
AND NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCING NEW
WORK.  ANY EXISTING IN PLACE CONDITIONS THAT WOULD EFFECT THE EXECUTION OF
WORK SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
COMMENCING THE WORK.

REFER TO SHEET A602 FOR INTERIOR PARTITION TYPES.

ALL DIMENSIONS GIVEN ON PLANS ARE FROM FINISHED FACE TO FINISHED FACE
UNLESS OTHERWISE NOTED.  DIMENSIONS ARE NOT ADJUSTABLE WITHOUT THE
APPROVAL OF THE ARCHITECT UNLESS NOTED ±

A.

B.

I.

J.

x

REFER TO SHEET A600 FOR DOOR SCHEDULE.

GENERAL ARCHITECTURAL NOTES:

GENERAL CONTRACTOR SHALL FURNISH AND INSTALL BLOCKING IN WALLS AS
REQUIRED TO SUPPORT WALL MOUNTED ITEMS. LOCATE EQUIPMENT AND
COORDINATE BLOCKING LOCATIONS IN FIELD.

C.

D. GENERAL CONTRACTOR SHALL PROVIDE PROTECTION OF EXISTING FINISHES AND/OR
MATERIALS.  THE CONTRACTOR SHALL RESTORE TO ORIGINAL CONDITIONS ANY AREAS
OR FINISHES DAMAGED BY THEIR WORK, AT THEIR OWN EXPENSE.  CONTRACTOR
SHALL REMOVE MEANS OF PROTECTION AT THE END OF THE PROJECT.

E.

F. REMOVE ALL EXCESS BUILD-UP OF EXISTING AND/OR NEW WALL AND PAINT MATERIALS
FROM ALL NEW AND EXISTING WALL SURFACES. CLEAN AND FINISH SAND SMOOTH TO
PROVIDE A UNIFORM AND SMOOTH WALL SURFACE READY FOR THE APPLICATION OF
FINISH MATERIALS.

G. DIMENSIONS LOCATING DOORS OR INTERIOR WINDOWS ARE TO OUTSIDE EDGE OF
FRAME UNLESS NOTED OTHERWISE.  REFER TO DOOR & WINDOW SHEETS FOR FRAME
LOCATION, SIZE AND DETAILS.

H.

REFER TO SHEET A131 FOR FINISH SCHED.

ALL SCRATCHES, DENTS, CRACKS, HOLES, OPENINGS, IRREGULARITIES AND/OR
DEFECTS IN BOTH EXISTING AND NEW WALL SURFACES ARE TO BE PATCHED TO
PROVIDE A UNIFORM AND SMOOTH FINISHED WALL SURFACE.  CLEAN AND SAND
SMOOTH ALL SURFACES BEFORE APPLYING FINISH MATERIALS.

K.

L.

PARTITIONS SHALL BE TYPE C1 UNLESS OTHERWISE NOTED.

FURRING SHALL BE MINIMUM REQUIRED TO CONCEAL PIPING OR ELECTRICAL
DEVICES.

M. REFER TO CIVIL, STRUCTURAL, FIRE PROTECTION, MECHANICAL, PLUMBING AND
ELECTRICAL DRAWINGS ALSO FOR MORE INFORMATION.
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GENERAL CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS
AND NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCING NEW
WORK.  ANY EXISTING IN PLACE CONDITIONS THAT WOULD EFFECT THE EXECUTION OF
WORK SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
COMMENCING THE WORK.

REFER TO SHEET A602 FOR INTERIOR PARTITION TYPES.

ALL DIMENSIONS GIVEN ON PLANS ARE FROM FINISHED FACE TO FINISHED FACE
UNLESS OTHERWISE NOTED.  DIMENSIONS ARE NOT ADJUSTABLE WITHOUT THE
APPROVAL OF THE ARCHITECT UNLESS NOTED ±

A.

B.

I.

J.

x

REFER TO SHEET A600 FOR DOOR SCHEDULE.

GENERAL ARCHITECTURAL NOTES:

GENERAL CONTRACTOR SHALL FURNISH AND INSTALL BLOCKING IN WALLS AS
REQUIRED TO SUPPORT WALL MOUNTED ITEMS. LOCATE EQUIPMENT AND
COORDINATE BLOCKING LOCATIONS IN FIELD.

C.

D. GENERAL CONTRACTOR SHALL PROVIDE PROTECTION OF EXISTING FINISHES AND/OR
MATERIALS.  THE CONTRACTOR SHALL RESTORE TO ORIGINAL CONDITIONS ANY AREAS
OR FINISHES DAMAGED BY THEIR WORK, AT THEIR OWN EXPENSE.  CONTRACTOR
SHALL REMOVE MEANS OF PROTECTION AT THE END OF THE PROJECT.

E.

F. REMOVE ALL EXCESS BUILD-UP OF EXISTING AND/OR NEW WALL AND PAINT MATERIALS
FROM ALL NEW AND EXISTING WALL SURFACES. CLEAN AND FINISH SAND SMOOTH TO
PROVIDE A UNIFORM AND SMOOTH WALL SURFACE READY FOR THE APPLICATION OF
FINISH MATERIALS.

G. DIMENSIONS LOCATING DOORS OR INTERIOR WINDOWS ARE TO OUTSIDE EDGE OF
FRAME UNLESS NOTED OTHERWISE.  REFER TO DOOR & WINDOW SHEETS FOR FRAME
LOCATION, SIZE AND DETAILS.

H.

REFER TO SHEET A131 FOR FINISH SCHED.

ALL SCRATCHES, DENTS, CRACKS, HOLES, OPENINGS, IRREGULARITIES AND/OR
DEFECTS IN BOTH EXISTING AND NEW WALL SURFACES ARE TO BE PATCHED TO
PROVIDE A UNIFORM AND SMOOTH FINISHED WALL SURFACE.  CLEAN AND SAND
SMOOTH ALL SURFACES BEFORE APPLYING FINISH MATERIALS.

K.

L.

PARTITIONS SHALL BE TYPE C1 UNLESS OTHERWISE NOTED.

FURRING SHALL BE MINIMUM REQUIRED TO CONCEAL PIPING OR ELECTRICAL
DEVICES.

M. REFER TO CIVIL, STRUCTURAL, FIRE PROTECTION, MECHANICAL, PLUMBING AND
ELECTRICAL DRAWINGS ALSO FOR MORE INFORMATION.
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GENERAL CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS
AND NOTIFY THE ARCHITECT OF ANY DISCREPANCIES PRIOR TO COMMENCING NEW
WORK.  ANY EXISTING IN PLACE CONDITIONS THAT WOULD EFFECT THE EXECUTION OF
WORK SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT PRIOR TO
COMMENCING THE WORK.

REFER TO SHEET A602 FOR INTERIOR PARTITION TYPES.

ALL DIMENSIONS GIVEN ON PLANS ARE FROM FINISHED FACE TO FINISHED FACE
UNLESS OTHERWISE NOTED.  DIMENSIONS ARE NOT ADJUSTABLE WITHOUT THE
APPROVAL OF THE ARCHITECT UNLESS NOTED ±

A.

B.

I.

J.

x

REFER TO SHEET A600 FOR DOOR SCHEDULE.

GENERAL ARCHITECTURAL NOTES:

GENERAL CONTRACTOR SHALL FURNISH AND INSTALL BLOCKING IN WALLS AS
REQUIRED TO SUPPORT WALL MOUNTED ITEMS. LOCATE EQUIPMENT AND
COORDINATE BLOCKING LOCATIONS IN FIELD.

C.

D. GENERAL CONTRACTOR SHALL PROVIDE PROTECTION OF EXISTING FINISHES AND/OR
MATERIALS.  THE CONTRACTOR SHALL RESTORE TO ORIGINAL CONDITIONS ANY AREAS
OR FINISHES DAMAGED BY THEIR WORK, AT THEIR OWN EXPENSE.  CONTRACTOR
SHALL REMOVE MEANS OF PROTECTION AT THE END OF THE PROJECT.

E.

F. REMOVE ALL EXCESS BUILD-UP OF EXISTING AND/OR NEW WALL AND PAINT MATERIALS
FROM ALL NEW AND EXISTING WALL SURFACES. CLEAN AND FINISH SAND SMOOTH TO
PROVIDE A UNIFORM AND SMOOTH WALL SURFACE READY FOR THE APPLICATION OF
FINISH MATERIALS.

G. DIMENSIONS LOCATING DOORS OR INTERIOR WINDOWS ARE TO OUTSIDE EDGE OF
FRAME UNLESS NOTED OTHERWISE.  REFER TO DOOR & WINDOW SHEETS FOR FRAME
LOCATION, SIZE AND DETAILS.

H.

REFER TO SHEET A131 FOR FINISH SCHED.

ALL SCRATCHES, DENTS, CRACKS, HOLES, OPENINGS, IRREGULARITIES AND/OR
DEFECTS IN BOTH EXISTING AND NEW WALL SURFACES ARE TO BE PATCHED TO
PROVIDE A UNIFORM AND SMOOTH FINISHED WALL SURFACE.  CLEAN AND SAND
SMOOTH ALL SURFACES BEFORE APPLYING FINISH MATERIALS.

K.

L.

PARTITIONS SHALL BE TYPE C1 UNLESS OTHERWISE NOTED.

FURRING SHALL BE MINIMUM REQUIRED TO CONCEAL PIPING OR ELECTRICAL
DEVICES.

M. REFER TO CIVIL, STRUCTURAL, FIRE PROTECTION, MECHANICAL, PLUMBING AND
ELECTRICAL DRAWINGS ALSO FOR MORE INFORMATION.
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GENERAL REFLECTED CEILING NOTES:

A. ALL ACOUSTICAL CEILING GRIDS SHALL BE CENTERED AS SHOWN IN ROOM OR
DEFINED BOUNDARY UNLESS DIMENSIONED OR NOTED OTHERWISE. ALL SPRINKLER
HEADS AND DOWNLIGHTS SHALL BE IN CENTER OF CEILING PANELS, OR SPACED OUT
ACCORDING TO GOVERNING CODE, UNLESS DIMENSIONED OR NOTED OTHERWISE.

ALL DEVICES LOCATED WITHIN ACOUSTICAL CEILING TILES, GYPSUM BOARD
CEILINGS, OR SOFFITS SHALL BE CENTERED, UNLESS OTHERWISE NOTED (UON).
MULTIPLE DEVICES SHALL FOLLOW THE GRAPHIC DEPICTION ON THE DRAWINGS,
ALIGNING DEVICES WITH RESPECT TO ONE ANOTHER AND SPACING AS SHOWN.

B.

REFER TO ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION REGARDING LIGHT
FIXTURE TYPES, FIRE ALARM DEVICES, SMOKE DETECTORS AND SPECIAL SYSTEMS
CEILING MOUNTED DEVICES LOCATIONS.

C.

SEE HVAC DRAWINGS FOR HVAC DIFFUSER AND GRILLE SIZES AND TYPES.D.

REFER TO FINISH PLAN AND FINISH LEGEND FOR CEILING MATERIAL SPECIFICATIONS.E.

ALL HEIGHTS SHOWN ARE TO BOTTOM OF GRID SYSTEM OR GYPSUM BOARD ABOVE
FINISHED FLOOR (AFF) UNLESS OTHERWISE NOTED.
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GENERAL REFLECTED CEILING NOTES:

A. ALL ACOUSTICAL CEILING GRIDS SHALL BE CENTERED AS SHOWN IN ROOM OR
DEFINED BOUNDARY UNLESS DIMENSIONED OR NOTED OTHERWISE. ALL SPRINKLER
HEADS AND DOWNLIGHTS SHALL BE IN CENTER OF CEILING PANELS, OR SPACED OUT
ACCORDING TO GOVERNING CODE, UNLESS DIMENSIONED OR NOTED OTHERWISE.

ALL DEVICES LOCATED WITHIN ACOUSTICAL CEILING TILES, GYPSUM BOARD
CEILINGS, OR SOFFITS SHALL BE CENTERED, UNLESS OTHERWISE NOTED (UON).
MULTIPLE DEVICES SHALL FOLLOW THE GRAPHIC DEPICTION ON THE DRAWINGS,
ALIGNING DEVICES WITH RESPECT TO ONE ANOTHER AND SPACING AS SHOWN.

B.

REFER TO ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION REGARDING LIGHT
FIXTURE TYPES, FIRE ALARM DEVICES, SMOKE DETECTORS AND SPECIAL SYSTEMS
CEILING MOUNTED DEVICES LOCATIONS.

C.

SEE HVAC DRAWINGS FOR HVAC DIFFUSER AND GRILLE SIZES AND TYPES.D.

REFER TO FINISH PLAN AND FINISH LEGEND FOR CEILING MATERIAL SPECIFICATIONS.E.

ALL HEIGHTS SHOWN ARE TO BOTTOM OF GRID SYSTEM OR GYPSUM BOARD ABOVE
FINISHED FLOOR (AFF) UNLESS OTHERWISE NOTED.
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N

GENERAL ROOF PLAN NOTES:

A. NOT ALL ROOF PENETRATIONS SHOWN ON THIS DRAWING. COORDINATE WITH MEP
FOR RELATED WORK.

WHERE DEMOLITION AND NEW WORK CREATES PENETRATIONS IN EXISTING ROOF
ASSEMBLLY, PATH TO MATCH EXISTING ADJACENT ASSEMBLY. COORDINATE WITH VA TO
OBTAIN MAUFACTURER AND WARRANTY INFORMATION.

B.

COORDINATE WITH ROOFING MANUFACTURER TO RECERTIFY REPAIRS/NEW WORK IN
EXISTING ROOF TO COMPLY WITH THE REQUIREMENTS OF THE WARRANTY.

C.

SEE A520 FOR TYPICAL ROOF DETAILS.D.
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 1/16" = 1'-0"
1

GROUND FLOOR - OVERALL FLOOR FINISH PLAN

 3/32" = 1'-0"
2

WAREHOUSE OFFICE - FLOOR FINISH PLAN - PLAN DETAIL

ROOM FINISH SCHEDULE

ROOM
NO. ROOM NAME

FLOOR
FINISH

BASE
FINISH

N WALL
FINISH

E WALL
FINISH S WALL FINISH

W WALL
FINISH

CEILING
FINISH COMMENTS

1 VESTIBULE VCT-2 RB-1 PNT-4 PNT-4 PNT-4 PNT-4 ACP

2 LOBBY VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP

3 HAC CT-4 CT-4 PNT-1 PNT-1 PNT-1 PNT-1 ACP

4 BREAK ROOM VCT-1/VCT-2 RB-1 PNT-1 SEE FF PLAN PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

4A CL VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP

5 COPY/PRINT VCT-1/VCT-2 RB-1 SEE FF PLAN SEE FF PLAN PNT-1 SEE FF PLAN ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

5A OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

5B OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

5C OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

5D OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

6 TRAINING VCT-1 RB-1 PNT-1 PNT-1 PNT-1 SEE FF PLAN ACP

7 WOMEN'S VCT-1 CT-1 CT-1/CT-3 CT-1/CT-3 CT-1/CT-3 CT-1/CT-3 ACP

8 MEN'S VCT-1 CT-1 CT-1/CT-2 CT-1/CT-2 CT-1/CT-2 CT-1/CT-2 ACP

9 STAIR ETR ETR PNT-1 PNT-1 PNT-1 PNT-1 PNT PNT. EXPOSED DECK & STRUCT.

10 TEL VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT PNT. EXPOSED DECK & STRUCT.

11 CORRIDOR VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP

12 CORRIDOR VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP

20 WAREHOUSE
EQUIPMENT

CONC. / PNT ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

21 WAREHOUSE CONC. / PNT ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

22 ELEC. CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

23 STORAGE CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

24 WAREHOUSE (HIGH
DENSITY STORAGE)

CONC. / PNT ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

25 WAREHOUSE (HIGH
DENSITY STORAGE)

CONC. / PNT ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

26 WAREHOUSE CONC. / PNT N/A PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

30 LOADING DOCK CONC. / PNT ETR PNT PNT. EXPOSED DECK & STRUCT.

31 STAIR CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

32 HAC CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

33 ELEC. CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

34 DOCK EQUIPMENT CONC. / PNT ETR PNT PNT. EXPOSED DECK & STRUCT.

35 MECHANICAL CONC. ETR PNT PNT. EXPOSED DECK & STRUCT.

36A RECEIVING DOCK
(DIRTY)

CONC. / PNT ETR PNT PNT. EXPOSED DECK & STRUCT.

36B RECIEVING DOCK
(CLEAN)

CONC. / PNT ETR PNT PNT. EXPOSED DECK & STRUCT.

37 STAIR CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

38 STAIR CONC. ETR PNT-7 PNT-7 PNT-7 PNT-7 PNT PNT. EXPOSED DECK & STRUCT.

39 FIRE PUMP CONC. PNT PNT. EXPOSED DECK & STRUCT.

50 VESTIBULE VCT-2 RB-1 PNT-4 PNT-4 PNT-4 PNT-4 ACP

51 SHIPPING LOBBY VCT-1 RB-1 SEE FF PLAN SEE FF PLAN SEE FF PLAN SEE FF PLAN ACP

52 TOILET VCT-1 CT-1 CT-1/PNT-6 CT-1/PNT-6 CT-1/PNT-6 CT-1/PNT-6 ACP

53 WAREHOUSE
OFFICE

VCT-1/VCT-2 RB-1 SEE FF PLAN SEE FF PLAN SEE FF PLAN SEE FF PLAN ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

54 OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

55 OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

56 CLOSET VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP

100 CORRIDOR VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP

100A STAIR ETR ETR ETR ETR ETR ETR ETR

101 CORRIDOR ETR ETR ETR ETR ETR ETR ETR

102 ROOM ETR ETR ETR ETR ETR ETR ETR

103 ROOM ETR ETR ETR ETR ETR ETR ETR

104 ROOM ETR ETR ETR ETR ETR ETR ETR

105 ROOM ETR ETR ETR ETR ETR ETR ETR

106 ROOM ETR ETR ETR ETR ETR ETR ETR

107 ROOM ETR ETR ETR ETR ETR ETR ETR

108 ROOM ETR ETR ETR ETR ETR ETR ETR

109 ROOM ETR ETR ETR ETR ETR ETR ETR

110 ROOM ETR ETR ETR ETR ETR ETR ETR

111 WOMENS ETR ETR ETR ETR ETR ETR ETR

112 MENS ETR ETR ETR ETR ETR ETR ETR

113 COPY/PRINT ETR ETR ETR ETR ETR ETR ETR

114 BREAK ROOM ETR ETR ETR ETR ETR ETR ETR

115 ROOM ETR ETR ETR ETR ETR ETR ETR

116 ROOM ETR ETR ETR ETR ETR ETR ETR

117 ROOM ETR ETR ETR ETR ETR ETR ETR

118 ROOM ETR ETR ETR ETR ETR ETR ETR

119 ROOM ETR ETR ETR ETR ETR ETR ETR

120 Room ETR ETR ETR ETR ETR ETR ETR

121 CLO. ETR ETR ETR ETR ETR ETR ETR

122 HAC CT-4 CT-4 PNT-1 PNT-1 PNT-1 PNT-1 ACP

151 LAUNDRY  AREA CONC. / PNT RB-1 SEE FF PLAN SEE FF PLAN SEE FF PLAN SEE FF PLAN PNT SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN; PNT EXPOSED DECK &
STRUCT.

152 ELEC. VCT-1 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 PNT SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN; PNT EXPOSED DECK &
STRUCT.

153 LAUNDRY HIGH
DENSITY STORAGE

CONC. RB-1 SEE FF PLAN SEE FF PLAN SEE FF PLAN SEE FF PLAN ACP

155 TOILET CT-1 CT-1 CT-1/PNT-6 CT-1/PNT-6 CT-1/PNT-6 CT-1/PNT-6 ACP

156 WORK AREA VCT-2 RB-1 SEE FF PLAN SEE FF PLAN SEE FF PLAN SEE FF PLAN ACP

157 OFFICE VCT-1/VCT-2 RB-1 PNT-1 PNT-1 PNT-1 PNT-1 ACP SEE FLOOR FINISH PLAN FOR FLOOR
PATTERN

158 HAC CT-4 CT-4 PNT-1 PNT-1 PNT-1 PNT-1 ACP

159 LAUNDRY SECURE
STORAGE

CONC. / PNT ETR PNT-1 PNT-1 PNT-1 PNT-1 ACP

M1 MECHANICAL MEZ. ETR - PNT PNT PNT PNT PNT PNT. EXPOSED DECK & STRUCT.

M2 ELECTRICAL MEZ ETR - PNT PNT PNT PNT - PNT. EXPOSED DECK & STRUCT.

M3 MECHANICAL MEZ. ETR - PNT PNT PNT PNT - PNT. EXPOSED DECK & STRUCT.

M4 MECHANICAL MEZ. ETR - PNT PNT PNT PNT - PNT. EXPOSED DECK & STRUCT.

 3/32" = 1'-0"
3

UNIFORM AREA - FLOOR FINISH PLAN - PLAN DETAIL

 3/32" = 1'-0"
4

PRINT SHOP - FLOOR FINISH PLAN - PLAN DETAIL
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EQUIPMENT SCHEDULE

EQUIPMENT # EQUIPMENT TEXT FURNISHED INSTALLED NEW / EXISTING Manufacturer Model COMMENTS

1 PALLET RACK GC GC NEW PENCO 48x96x144 (DxWxH); 2 TIERS OF SHELVES

2 PALLET RACK GC GC NEW PENCO 48x108x144 (DxWxH); 2 TIERS OF SHELVES

3 PALLET RACK GC GC NEW PENCO 48xFILLERx144 (DxWxH); 2 TIERS OF SHELVES

4 PALLET RACK GC GC NEW PENCO 48xFILLERx144 (DxWxH); 2 TIERS OF SHELVES

5 HIGH DENSITY 1 GC GC NEW DATUM STORAGE MOBILE TRAK e5

6 HIGH DENSITY 2 GC GC NEW DATUM STORAGE MOBILE TRAK e5

7 HIGH DENSITY 3 GC GC NEW DATUM STORAGE MOBILE TRAK e5

8 LAUNDRY CART 1 VA VA EXISTING / RELOCATE SANI TRUX -

9 LAUNDRY CART 2 VA VA EXISTING / RELOCATE SANI TRUX -

10.1 FLOOR SCALE GC GC NEW CARDINAL FH-144-II

10.2 FLOOR SCALE VA VA EXISTING - - REFURBISH EXISTING

11 PRINTER VA VA EXISTING / RELOCATE XEROX DOCUTECH 128 HLC

12 GRAB BAR GC GC NEW BOBRICK B-5806.99 x LENGTH

13 CLOTHES HOOK (48" AFF) GC GC NEW BOBRICK B-6827

14.1 TOILET TISSUE DISPENSER GC GC NEW BOBRICK B-386

14.2 TOILET TISSUE DISPENSER GC GC NEW BOBRICK B-3888

14.3 TOILET TISSUE DISPENSER GC GC NEW BOBRICK B-386

15 SOAP DISPENSER GC GC NEW BOBRICK B-2111

16 MIRROR GC GC NEW BOBRICK B-165 1830

17.1 PAPER TOWEL DISPENSER GC GC NEW BOBRICK B-3942

17.2 PAPER TOWEL DISPENSER GC GC NEW BOBRICK B-43699

17.3 PAPER TOWEL DISPENSER GC GC NEW BOBRICK B-4369

18 SHOWER ROD / HOOK / CURTAIN GC GC NEW BOBRICK B-207x36 / 204-1 / 204-2

19 LOCKERS GC GC NEW PENCO VANGUARD 2 TIER - 2-12x18x42 (12x18x72 OVERALL)

20 REFRIGERATOR GC GC NEW WHIRLPOOL WRT311FZDW

21 COMMERCIAL WASHER GC GC NEW SPEED QUEEN SC-60 w/ STANDARD QUANTUM CONTROLS

22 COMMERCIAL DRYER GC GC NEW SPEED QUEEN TUMBLE DRYER - 75LB CAPACITY

23 PROTECTION GUARD GC GC NEW PENCO FRAME PROTECTOR

24 GUARD RAIL GC GC NEW WIRECRAFTERS PRDRR

25 GUARD RAIL GC GC NEW WIRECRAFTERS PRDRC

26 FIRE EXTINGUISHER NEW LARSEN MP10

27 FIRE EXTINGUISHER CABINET GC GC NEW LARSEN 2409-R2
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WAREHOUSE 25 - SOUTH ELEVATION
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WAREHOUSE 25 - WEST ELEVATION
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1/4" SCALE = 1'-0"
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& EXPANSION

 1" = 1'-0"
5

HAND/GUARD RAIL SECTION DETAIL
 1" = 1'-0"

6
STRINGER CONNECTION @ LANDING

 1 1/2" = 1'-0"
7

WALL HANDRAIL DETAIL
 1 1/2" = 1'-0"

8
STRINGER DETAIL

 1 1/2" = 1'-0"
9

DOOR SILL DETAIL @ STAIR

 1/2" = 1'-0"
2

NEW STAIR SECTION 1
 1/2" = 1'-0"

1
ENLARGED NEW STAIR PLAN

 1/2" = 1'-0"
3

NEW STAIR SECTION 2
 1/2" = 1'-0"

4
NEW STAIR SECTION 3

 1/2" = 1'-0"
10

IN-FLOOR SCALE - PLAN DETAIL

 1/4" = 1'-0"
12

WOMEN'S LOCKEROOM 7
 1/4" = 1'-0"

13
MEN'S LOCKEROOM 8

 1/2" = 1'-0"
11

IN-FLOOR SCALE - SECTION DETAIL
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SEALANT
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1

EX. WAREHOUSE @ LARGE OVERHEAD DOOR WALL SECTION
 3/4" = 1'-0"

2
EX WAREHOUSE @ NEW DOOR WALL SECTION

 3/4" = 1'-0"
3

EX. WAREHOUSE @ OVERHEAD DOOR WALL SECTION
 3/4" = 1'-0"

4
EX. WAREHOUSE @ LAUNDRY WALL SECTION

 3/4" = 1'-0"
5

EX. WAREHOUSE @ LAUNDRY OFFICE WINDOW WALL SECTION

GENERAL NOTE:  REFER TO STRUCTURAL DRAWINGS FOR
ADDITIONAL INFORMATION

GROUND FLOOR
(37' - 6")  0' - 0"

DOCK DRIVEWAY
(33' - 6")  -4' - 0"
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LEAF QTY WIDTH HEIGHT HEAD JAMB SILL
1 - D 2 6' - 0" 7' - 0" 1 3/4" ALUM 24"X68" PERM-COAT 3 ALUM PERM-COAT 9/A600 8/A600 8/A600 2

2 - D 2 6' - 0" 7' - 0" 1 3/4" ALUM 24"X68" PERM-COAT 3 ALUM PERM-COAT 9/A600 8/A600 8/A600 3

3 20 A 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 4

4.1 20 ETR - 3' - 0" 7' - 0" 1 3/4" WD --- STN. ETR HM PNT ETR ETR - 5

4.2 ETR 2 4' - 0" 7' - 0" 1 3/4" WD --- STN. ETR HM PNT ETR ETR - 1

5.1 20 A 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 6

5.2 - D 2 6' - 0" 7' - 0" 1 3/4" ALUM 24"X68" PERM-COAT 3 ALUM PERM-COAT 9/A600 8/A600 8/A600 2

5A - D 1 3' - 0" 7' - 0" 1 3/4" WD 24"X68" STN. 1 HM PNT 4/A600 5/A600 - 7

5B - D 1 3' - 0" 7' - 0" 1 3/4" WD 24"X68" STN. 1 HM PNT 4/A600 5/A600 - 7

5C - D 1 3' - 0" 7' - 0" 1 3/4" WD 24"X68" STN. 1 HM PNT 4/A600 5/A600 - 7

5D - D 1 3' - 0" 7' - 0" 1 3/4" WD 24"X68" STN. 1 HM PNT 4/A600 5/A600 - 7

6 20 A 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 7

7 20 A 1 3' - 0" 7' - 0" 1 3/4" WD --- PNT 1 HM PNT 4/A600 5/A600 - 8

8 20 A 1 3' - 0" 7' - 0" 1 3/4" WD --- PNT 1 HM PNT 4/A600 5/A600 - 8

9 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- STN. ETR HM PNT ETR ETR - 9

10 20 ETR 2 4' - 0" 7' - 0" 1 3/4" WD --- PNT ETR HM PNT ETR ETR - 1

11 20 ETR - 3' - 0" 7' - 0" 1 3/4" WD --- PNT ETR HM PNT ETR ETR - 10

12.1 - ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 11

12.2 20 C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 4/A600 5/A600 17

22 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 1

23 45 ETR 2 6' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR 1

24.1 45 C 2 7' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 7/A601 8/A601 25

24.2 45 C 2 7' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 7/A601 8/A601 25

25.1 45 C 2 7' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 7/A601 8/A601 25

26.1 E 1 12' - 0" 16' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 14/A600 15/A600 - 23 OVERHEAD COIL DOOR

26.2 - C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 9/A601 10/A601 - 12

26.3 - C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 9/A601 10/A601 - 12

26.4 45 E 1 8' - 0" 7' - 0" 1/2" MLT FACTOR FIN. 2 & 4 MTL PNT & FAC 12/A600 13/A600 - 24 OVERHEAD COIL DOOR

26.5 45 F 1 8' - 0" 12' - 0" 1/2" MLT FACTOR FIN. 2 & 4 MTL PNT & FAC 12/A600 13/A600 - 24 OVERHEAD COIL DOOR

26.6 45 F 1 8' - 0" 12' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 12/A600 13/A600 - 24 OVERHEAD COIL DOOR

26.7 45 C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 4/A600 5/A600 - 20

26.8 45 F 1 8' - 0" 12' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 12/A600 13/A600 - 24 OVERHEAD COIL DOOR

26.9 45 C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 4/A600 5/A600 - 20

30A - E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 1/A601 2/A601 - 23 OVERHEAD COIL DOOR

30B - E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 1/A601 2/A601 - 23 OVERHEAD COIL DOOR

30C - E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 1/A601 2/A601 - 23 OVERHEAD COIL DOOR

30D 45 E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN 2 & 4 MTL PNT & FAC 12, 13/A601 11/A601 24 OVERHEAD COIL DOOR

30E 45 E 1 16' - 0" 10' - 0" 1/2" MTL FACTOR FIN 2 & 4 MTL PNT & FAC 12, 13/A601 11/A601 24 OVERHEAD COIL DOOR

30F 45 C 1 3' - 0" 7' - 0" 1 3/4" HM --- STN. 1 HM PNT 7/A601 8/A601 17

31 - ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 11

32 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 13

33 - ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 13

34 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 18

34.1 45 F 8' - 0" 12' - 0" 1/2" WD FACTOR FIN 4 MTL PNT & FAC 3/A601 4/A601 - 23 OVERHEAD COIL DOOR

34.2 45 C 1 3' - 0" 7' - 0" 1 3/4" HM 3"X30" PNT 1 HM PNT 7/A601 8/A601 20

35 45 F 8' - 0" 12' - 0" 1/2" WD PNT 4 MTL PNT 3/A601 4/A601 - 23

35.2 45 C 1 3' - 0" 7' - 0" 1 3/4" HM 3"X30" PNT 1 HM PNT 7/A601 8/A601 4

36A.1 45 C 2 6' - 0" 7' - 0" 1 3/4" HM 3"x30" PNT 1 HM PNT 7/A601 8/A601 - 14

36A.2 - E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 1/A601 2/A601 - 23 OVERHEAD COIL DOOR

36A.3 - E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 1/A601 2/A601 - 23 OVERHEAD COIL DOOR

36B.1 45 E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 12, 13/A601 11/A601 24 OVERHEAD COIL DOOR

36B.2 - E 1 8' - 0" 10' - 0" 1/2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 1/A601 2/A601 - 23 OVERHEAD COIL DOOR

36B.3 45 C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 4/A600 5/A600 19

37 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 9

38 - ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 11

39 C 1 3' - 0" 7' - 0" 1 3/4" MTL --- PNT 1 HM PNT 4/A600 5/A600 12

50.1 - ETR 2 6' - 0" 7' - 0" 1 3/4" ALUM --- ETR ETR ALUM ALUM ETR ETR 1

50.2 20 D 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 15

51 20 D 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 15

52 - A 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 16

53.1 45 C 3' - 6" 7' - 0" 1 3/4" HM --- STN. 1 HM PNT 7/A601 8/A601 - 17

53.2 - C 3' - 6" 7' - 0" 1 3/4" HM --- STN. 1 HM PNT 7/A601 8/A601 - 17

54 - D 1 3' - 0" 7' - 0" 1 3/4" WD --- STN, 1 HM PNT 4/A600 5/A600 - 7

55 - D 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 7

56 - A 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 4

122 - A 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 - 4

151.1 45 F 1 10' - 0" 10' - 0" 2" MTL FACTOR FIN. 2 & 4 MTL PNT & FAC 12/A600 13/A600 24 OVERHEAD COIL DOOR

151.2 20 C 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 4/A600 5/A600 17

152 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 13

155 - A 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 7/A601 8/A601 - 16

157 - D 1 3' - 0" 7' - 0" 1 3/4" WD --- STN. 1 HM PNT 4/A600 5/A600 7

158 - A 1 3' - 0" 7' - 0" 1 3/4" HM --- PNT 1 HM PNT 4/A600 5/A600 - 4

159.1 G 1 3' - 0" 7' - 0" 1 3/4" MTL --- FACTOR FIN GALV SWING GATE

159.2 H 2 8' - 0" 10' - 0" 1 3/4" MTL -- FACTOR FIN. 5 MTL GALV - - 21 SWING GATE

M1 - ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 1

M2 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 1

M3 45 ETR - 3' - 0" 7' - 0" 1 3/4" HM --- PNT ETR HM PNT ETR ETR - 1
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STUD SIZE

.1 3 5/8"

RATING CHART
PARTITION TYPES
ARE THE SAME
CONSTRUCTION AS
DRAWN OTHER THAN
STUD SIZE OR
OTHERWISE NOTED.

PARTITION TYPE

FIRE RATING

UL RATING

STC RATING BASED
ON CONSTRUCTION

SOUND ATTEN.
BLANKET SIZE RATING

RELATES TO STUD SIZE
FOR PARTICULAR
PARTITION TYPE

PARTITION TYPE C2 TYPICAL WALL

NOTES:
1.  PROVIDE MOISTURE RESISTANT GYP. BD. ON WALLS & CEILINGS IN ALL TOILET & ON WET WALL IN
KITCHEN AND EXAM ROOM.
2.  PROVIDE BLOCKING BEHIND ANY WALL OR CEILING HUNG ITEMS, SUCH AS WALL MOUNTED TV's,
GRAB BARS, LIGHTING FIXTURES, DOOR BUMPERS, ETC.  COORDINATE BLOCKING LOCATIONS IN FIELD.

FIRE UL STC SAFB NOTES

C3 N/AN/A USE 6" METAL STUD, 16" O.C.
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4 7/8"

S
E

C
T

IO
N

P
LA

N
 V

IE
W

S
E

C
T

IO
N

TOP OF FLOOR STRUCTURE

5/8" GYP. BD. (USE MOISTURE
RESISTANT GYP BD. AT WET
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